






ROOF NOTES & LEGEND

MOD. BIT. ROOFING 
OVER RIGID INSULATION

MOD.BIT. ROOFING 
OVER TAPERED RIGID INSULATION

STANDING SEAM 
METAL ROOFING PANELS
OVER RIGID INSULATION

PARAPET WITH METAL COPING

OVERFLOW SCUPPER (O.S.)

SCUPPER WITH CONDUCTOR 
HEAD (C.H.)

INTERNAL ROOF DRAIN (R.D.)

1. SLOPE ALL ROOF SURFACES MINIMUM 1/4" / 12"
    UNLESS NOTED OTHERWISE.

2. CRICKETS TO SLOPE 1/2" / 12", TYPICAL.
    SLOPE AT 1/4" / 12" MINIMUM ONLY WHERE 
    PARAPET AND FLASHING HEIGHTS SO REQUIRE.

3. DOWNSPOUTS TO BE 4"x5" RECTANGULAR
    UNLESS NOTED OTHERWISE.

4. ALL DOWNSPOUTS CONNECT TO BOOT AT GRADE
    AND TIE IN TO STORM WATER SYSTEM. SEE CIVIL 
    DRAWINGS FOR CONTINUATION. 

5. PROVIDE WALKWAY PADS AT ALL ROOF LADDERS
    SCUTTLES, AND MECHANICAL EQUIPMENT. SEE
    MECH. DRAWINGS FOR LOCATIONS OF EQPT.
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ROOF AREA "A"
53’-0" x 96’-0" 

+/- 5,088 SQ FT 
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ROOF AREA "A"
55’-4" x 52’-4" 

+/- 2,896 SQ FT 

ROOF AREA "C"
56’-8" x 64’-0" 

+/- 3,626 SQ FT 



FIRST FLOOR FIN. FLOOR
0' - 0"

T.O.M. NORTH
16' - 0"

HEAD ELEV.
7' - 4"

FACE BRICK

2" RIGID
INSULATION

BITUMINOUS DAMPROOFING
OVER CMU (TYP. AT ALL CMU
CAVITY WALLS)

8" CMU BOND BEAM SEE
STRUCT.

8" CMU

MASONRY REINFORCING W/
BRICK VENEER TIES

CONT. THRU WALL
FLASHING AND WEEPS

SEALANT & BACKER
ROD

PTD GALV ANGLE LINTEL
SEE STRUCT.

FLASHING AND
WEEPS

CMU WALL BEYOND

GARAGE DOOR
BEYOND

HM DOOR AND
FRAME

REINFORCED
CONC. FOOTING.
SEE STRUCT.

CMU FOUNDATION WALL.
SEE STRUCT.

COMPACTED FILL

4" POROUS FILL

2" RIGID INSULATION

CONC. SLABFILL CAVITY WITH AGGREGATE
B/W FLASHING AND GRADE

GROUT CAVITY SOLID
BELOW GRADE

R-?? SPRAY FOAM
INSULATION, BTWN STUDS

METAL WALL PANEL

STEEL JOIST SEE STRUCT.

METAL FLASHING

METAL PANEL SOFFIT OVER
7/8" METAL CHANNELS

3 5/8" METAL STUD SOFFIT
FRAMING

4 1/2" RIGID INSULATION

CONT. ICE AND WATER MEMBRANE
1" RECOVERY BOARD

METAL ROOF

1 1/2" MTL. DECK

2 x WOOD BLOCKING

4" METAL STUD
TRACK

TOM
21' - 4" 1'

 - 
1"

ALUM. WRAPPED
3/4" EXT. GRADE
PLYWOOD.

1/2" DENS GLASS GOLD
SHEATHING

BAY 5
A105

1' - 3 1/4"

2' - 8"

1/2" PRE MOULDED
EXPANSION JOINT W/
TOP SEALANT

JOIST EXTENSION?

FIRST FLOOR FIN. FLOOR
0' - 0"

T.O.M. NORTH
16' - 0"

FACE BRICK

2" RIGID
INSULATION

BITUMINOUS DAMPROOFING
OVER CMU (TYP. AT ALL CMU

CAVITY WALLS)

12" CMU

MASONRY REINFORCING W/
BRICK VENEER TIES

CONT. THRU WALL
FLASHING AND WEEPS

4 1/2" RIGID INSULATION

CONT. ICE AND WATER MEMBRANE

1" RECOVERY BOARD

METAL ROOF

1 1/2" MTL. DECK

REINFORCED
CONC. FOOTING.

SEE STRUCT.

CMU FOUNDATION WALL.
SEE STRUCT.

COMPACTED FILL

4" POROUS FILL

2" RIGID INSULATION

CONC. SLAB

FILL CAVITY WITH
AGGREGATE B/W

FLASHING AND GRADE

GROUT CAVITY SOLID
BELOW GRADE

CAVITY DRAINAGE MAT

R-?? SPRAY FOAM
INSULATION, BTWN STUDS

METAL WALL PANEL

STEEL JOIST W/EXTENSION SEE STRUCT.

4" METAL STUD
TRACK

METAL FLASHING

METAL PANEL SOFFIT OVER
7/8" METAL CHANNELS

3 5/8" METAL STUD SOFFIT
FRAMING

BAY 4
A104

1/2" DENS GLASS
GOLD SHEATHING

2x  PT WOOD
BLOCKING

ALUM WRAPPED
3/4" EXT. GRADE PLYWOOD

1'
 - 

1"

1' - 7 3/8"

1 1/2" 
1'-0"

T.O.M.-CMU
20' - 8"

2' - 8"

ALUM. GUTTER

1/2" PRE MOULDED
EXPANSION JOINT W/
TOP SEALANT

FIRST FLOOR FIN. FLOOR
0' - 0"

T.O.M. -FACE BRICK
19' - 4"

HEAD ELEV.
7' - 4"

FACE BRICK

2" RIGID
INSULATION

BITUMINOUS DAMPROOFING
OVER CMU (TYP. AT ALL CMU
CAVITY WALLS)

10" CMU BOND BEAM SEE
STRUCT.

10" CMU

MASONRY REINFORCING W/
BRICK VENEER TIES

CONT. THRU WALL
FLASHING AND WEEPS

R-?? SPRAY FOAM
INSULATION, BTWN STUDS

METAL WALL PANEL

HM DOOR AND
FRAME

SEALANT & BACKER
ROD

PTD GALV ANGLE LINTEL
SEE STRUCT.

FLASHING AND
WEEPS

CMU WALL BEYOND

GARAGE DOOR
BEYOND

4 1/2" RIGID INSULATION

CONT. ICE AND WATER MEMBRANE
1" RECOVERY BOARD

METAL ROOF

1 1/2" MTL. DECK

STEEL JOIST
W/EXTENSION
SEE STRUCT.

HM DOOR AND
FRAME

CMU FOUNDATION WALL.
SEE STRUCT.

REINFORCED
CONC. FOOTING.
SEE STRUCT.

CMU FOUNDATION WALL.
SEE STRUCT.

COMPACTED FILL

4" POROUS FILL

2" RIGID INSULATION

CONC. SLAB

4" METAL STUD
TRACK

METAL FLASHING

2x PT WOOD BLOCKING

METAL PANEL SOFFIT OVER
7/8" METAL CHANNELS

3 5/8" METAL STUD SOFFIT
FRAMING

BAY 2
A102

1/2" DENS GLASS GOLD
SHEATHING

ALUM WRAPPED 3/4" EXT.
GRADE PLYWOOD.

1'
 - 

1"

1' - 5 1/4"

T.O.M.
22' - 8"

1/2" PRE MOULDED
EXPANSION JOINT W/
TOP SEALANT

2' - 8"

Scale
Date

Drawn By Project Mgr

Project Number

Dover, DE
309 S Governors Ave

Dover, DE 19904
302.734.7950

Salisbury, MD
312 West Main St, Suite 300

Salisbury, MD 21801
410.549.9100

Wilmington, NC
3205 Randall Parkway, Suite 211

Wilmington, NC 28403
910.341.7600

www.beckermorgan.com

PROJECT TITLE

SHEET TITLE

ISSUE BLOCK

ALLEN AND SHARIFF ENGINEERING, LLC
MECHANICAL & ELECTRICAL ENGINEERS

205 EAST MARKET STREET
SALISBURY, MARYLAND 21801
(410) 341-0200 FAX: (410) 341-0400

MORABITO CONSULTANTS, INC.
CONSULTING STRUCTURAL ENGINEERS

952 RIDGEBROOK ROAD, SUITE 1700
SPARKS GLENCOE, MARYLAND 21152
(410) 467-2377

 3/4" = 1'-0"

6/
28

/2
01

0 
9:

41
:4

0 
A

M

WALSTON SWITCH RD
SALISBURY, MD

C
:\D

oc
um

en
ts

 a
nd

S
et

tin
gs

\w
si

eg
\M

y
D

oc
um

en
ts

\2
0 0

91
45

00
_c

en
tra

lfi
le

_w
si

eg
.rv

t

A302

WALL SECTIONS

WESDNH

04/23/10
2009145.00

TCC/SHORE
TRANSIT
MAINTENANCE
FACILITY

SCALE:   3/4" = 1'-0"1
SECTION THROUGH EXTERIOR
DOOR AT A105 SCALE:   3/4" = 1'-0"2

SECTION THROUGH MASONRY
PIER

SCALE:   3/4" = 1'-0"3
SECTION THROUGH DOOR AT
A102 - BAY 2
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FIRST FLOOR FIN. FLOOR
0' - 0"

MECH MEZZ TOP OF
SLAB

10' - 8"

3 1/2" REIN. CONC SLAB  SEE
STRUCT.

10" CMU BOND
BEAM

PTD STEEL BAR JOIST
SEE STRUCT.

10" CMU

1 1/2" METAL  DECK

R-?? SPRAY FOAM
INSULATION, BTWN STUDS

METAL WALL PANEL

4 1/2" RIGID INSULATION

CONT. ICE AND WATER MEMBRANE
1" RECOVERY BOARD

METAL ROOF

1 1/2" MTL. DECK

PTD.STEEL JOIST SEE STRUCT.

METAL FLASHING

2 x WOOD BLOCKING

METAL PANEL SOFFIT OVER
7/8" METAL CHANNELS

3 5/8" METAL STUD SOFFIT
FRAMING

FOAM INSUL TO AVOID
AIR INFILTRATION

COMPACTED FILL

4" POROUS FILL
2" RIGID INSULATION

REINFORCED
CONC FOOTING
SEE STRUCT.

FACE BRICK

2" RIGID INSULATION

BITUMINOUS DAMPROOFING
OVER CMU (TYP. AT ALL CMU
CAVITY WALLS)

MASONRY REINFORCING W/
BRICK VENEER TIES

CONT. THRU WALL
FLASHING AND WEEPS

4" METAL STUD
TRACK

GROUT CAVITY BELOW
GRADE

FILL CAVITY WITH
AGGREGATE BETWEEN
FLASHING AND GRADE

CAVITY DRAINAGE
MATERIAL

CMU FOUNDATION WALL
SEE STRUCT.

6 MIL POLY VAPOR
RETARDER

1/2" PRE-MOLDED
EXP.JT. WITH
TOP SEALANT

CONC. SLAB

ALUM, WRAPPED 3/4"
EXT. GRADE PLYWOOD

OIL /
FLUID

STORAGE
A106

OIL /
FLUID

STORAGE
A106

BAY 2
A102

1' - 5 1/4"

2' - 11 15/16"

1'
 - 

1"

MECHANICAL
MEZZANINE

A124

MECHANICAL
MEZZANINE

A124

1/2" DENS GLASS GOLD SHEATHING??

T.O.M.
22' - 8"

FIRST FLOOR FIN. FLOOR
0' - 0"

M.O. AT NE ENTRANCE
8' - 8"

FACE BRICK

2" RIGID
INSULATION

BITUMINOUS DAMPROOFING
OVER CMU (TYP. AT ALL CMU
CAVITY WALLS)

10" CMU BOND BEAM SEE
STRUCT.

10" CMU

MASONRY REINFORCING W/
BRICK VENEER TIES

CONT. THRU WALL
FLASHING AND WEEPS

R-?? SPRAY FOAM
INSULATION

METAL WALL PANEL

SEALANT & BACKER
ROD

PTD GALV ANGLE LINTEL
SEE STRUCT.

FLASHING AND
WEEPS

COMPACTED FILL

4" POROUS FILL

2" RIGID INSULATION

CONC. SLAB

REINFORCED
CONC. FOOTING.
SEE STRUCT.

CMU FOUNDATION WALL.
SEE STRUCT.

CMU WALL BEYOND

BREAK
ROOM

A121

ALUM. STOREFRONT
WINDOW BEYOND

4 1/2" RIGID INSULATION

CONT. ICE AND WATER MEMBRANE

1" RECOVERY BOARD

METAL ROOF

1 1/2" MTL. DECK

STEEL JOIST W/EXTENSION SEE STRUCT.

2x  PT WOOD
BLOCKING

ALUM WRAPPED
3/4" EXT. GRADE PLYWOOD

1' - 1"

1 1/2" 
1'-0"

ALUM. GUTTER

2' - 8"

FIRST FLOOR FIN. FLOOR
0' - 0"

MECH MEZZ TOP OF
SLAB

10' - 8"

T.O.M. NE
12' - 0"

LOW EAVE ELEV. NE
17' - 4"

1

REINFORCED
CONC. FOOTING.

SEE STRUCT.

CMU FOUNDATION WALL.
SEE STRUCT.

COMPACTED FILL

4" POROUS FILL

2" RIGID INSULATION

CONC. SLAB

FILL CAVITY WITH AGGREGATE
B/W FLASHING AND GRADE

GROUT CAVITY SOLID
BELOW GRADE
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SCALE:   3/4" = 1'-0"1 WALL SECTION
SCALE:   3/4" = 1'-0"2 WALL SECTION AT

SCALE:   3/4" = 1'-0"3 WALL SECTION AT
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